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TAGGED NOTES

A74 30' RADIUS FOR EXHUAST UTILITES FOR OUTISDE AIR INTAKE.

AT75 OUTSIDE AIR INTAKE LOCATION. ALL BUILDING EXHAUST UTLITILES SHALL BE LOCATED
A MINIMUM OF 30' FROM INTAKE LOUVER.

A76 WATER HEATER EXHAUST FLUE LOCATION.
ATT CONDENSING BOILER EXHAUST FLUE LOCATION.

H1 PROVIDE PIPE CHASE PER PIPE CHASE/ROOF CURB DETAIL FOR REFRIGERANT PIPING.
ALL REFRIGERANT ROOF PIPING PENETRATIONS SHALL BE INSTALLED PER PIPE
CHASE/ROOF CURB DETAIL. ELECTRICAL POWER AND CONTROL WIRING SHALL BE
ROUTED WITHIN THE SAME CURB TO MINIMIZE ROOF PENETRATIONS.

H18 PLUMBING VENT LOCATION. ALL BUILDING INTAKES SHALL BE LOCATED A MINIMUM OF
25 AWAY FROM VENT.

H34 CONDENSING UNITS SHALL BE MOUNTED ON CONTINUOUS EQUIPMENT RAILS FOR ALL
UNITS. REFER TO ARCHITECTURAL DETAILS FOR FLASHING REQUIREMENTS. MAINTAIN
MANUFACTURER'S REQUIRED CLEARANCES FOR EQUIPMENT.

H35 TELECOM CONDENSING UNIT FOR RACK UNIT FROM EXISTING BURROWS SCHOOL.
CONTRACTOR SHALL INSTALL EXISTING EQUIPMENT. REFER TO SHEET M605 FOR
ADDITIONAL INFORMATION AND REQUIREMENTS.

H39 REMOTE CONDENSING UNIT FOR WALK-IN REFRIGERATOR LOCATED IN ROOM 1F10.
REFER TO FOOD SERVICE DRAWINGS FOR FURTHER INFORMATION.

H40 REMOTE CONDENSING UNIT FOR WALK-IN FREEZER LOCATED IN ROOM 1F11. REFER
TO FOOD SERVICE DRAWINGS FOR FURTHER INFORMATION.

P100 6 "RADON VENT PIPE TERMINATION POINT LOCATION. ALL BUILDING INTAKES SHALL BE
LOCATED A MINIMUM OF 25' AWAY FROM RADON TERMINATION POINT. REFER TO
RADON MITIGATION PLANS, SHEETS P131 THRU P136.

NOTES
COORDINATE EXACT LOCATION OF ROOF MOUNTED EQUIPMENT WITH ROOF STRUCTURE AND WITH AIR HANDLING UNIT BELOW.
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TAGGED NOTES

A73 OUTSIDE AIR INTAKE LOUVER LOCATION. ALL BUILDING EXHAUST UTLITILES SHALL BE
LOCATED A MINIMUM OF 30' FROM INTAKE LOUVER. SEE ARCHITECTURAL DRAWINGS
FOR EXACT LOUVER LOCATION.

A74 30' RADIUS FOR EXHUAST UTILITES FOR OUTISDE AIR INTAKE.

H1 PROVIDE PIPE CHASE PER PIPE CHASE/ROOF CURB DETAIL FOR REFRIGERANT PIPING.
ALL REFRIGERANT ROOF PIPING PENETRATIONS SHALL BE INSTALLED PER PIPE
CHASE/ROOF CURB DETAIL. ELECTRICAL POWER AND CONTROL WIRING SHALL BE
ROUTED WITHIN THE SAME CURB TO MINIMIZE ROOF PENETRATIONS.

H18 PLUMBING VENT LOCATION. ALL BUILDING INTAKES SHALL BE LOCATED A MINIMUM OF
25 AWAY FROM VENT.

H34 CONDENSING UNITS SHALL BE MOUNTED ON CONTINUOUS EQUIPMENT RAILS FOR ALL
UNITS. REFER TO ARCHITECTURAL DETAILS FOR FLASHING REQUIREMENTS. MAINTAIN
MANUFACTURER'S REQUIRED CLEARANCES FOR EQUIPMENT.

P100 6 "RADON VENT PIPE TERMINATION POINT LOCATION. ALL BUILDING INTAKES SHALL BE
LOCATED A MINIMUM OF 25' AWAY FROM RADON TERMINATION POINT. REFER TO
RADON MITIGATION PLANS, SHEETS P131 THRU P136.

NOTES
COORDINATE EXACT LOCATION OF ROOF MOUNTED EQUIPMENT WITH ROOF STRUCTURE AND WITH AIR HANDLING UNIT BELOW.
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GENERAL NOTE: x
o
1. CONDENSATE IS BEING ROUTED TO COOLING TOWER SUMP PIT FOR WATIREDUCTION AND <
ENERGY EFFICIENCY.
2. PROVIDE CLEANOUTS EVERY 50' FOR BELOW GRADE CONDENSATE PIPING.
TAGGED NOTES
H2 REFER TO FIRST FLOOR AREA 'B' HVAC PIPING PLAN FOR CONTINUATION.
H6 REFER TO SECOND FLOOR AREA 'A' HYAC PIPING PLAN FOR CONTINUATION.
H7 REFER TO SECOND FLOOR AREA 'B' HVAC PIPING PLAN FOR CONTINUATION.
H9 REFER TO SECOND FLOOR AREA 'D' HVAC PIPING PLAN FOR CONTINUATION.
H13 REFER TO FIRST FLOOR AREA 'D' HVAC PIPING PLAN FOR CONTINUATION.
H22 DASHED CONDENSATE PIPING IS UNDERSLAB. TYPICAL OF ALL DASHED CONDENSATE
PIPING.
H23 SIZE ABOVE FLOOR CONDENSATE PIPING ACCORDING TO MANUFACTURER'S
RECOMMENDATION. ALL CONDENSATE PIPING BELOW FLOOR TO BE 2" UNLESS NOTED
OTHERWISE ON THE DRAWINGS. TYPICAL OF ALL CONDENSATE PIPING SERVING FAN
COILS.
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GENERAL NOTE:
1. CONDENSATE IS BEING ROUTED TO COOLING TOWER SUMP PIT FOR WATIREDUCTION AND
ENERGY EFFICIENCY. E
2.  PROVIDE CLEANOUTS EVERY 50' FOR BELOW GRADE CONDENSATE PIPING. o
TAGGED NOTES
H3 REFER TO FIRST FLOOR AREA 'A' HVAC PIPING PLAN FOR CONTINUATION.
H4 REFER TO FIRST FLOOR AREA 'E' HVAC PIPING PLAN FOR CONTINUATION.
H7 REFER TO SECOND FLOOR AREA 'B' HVAC PIPING PLAN FOR CONTINUATION.
H11 REFER TO SECOND FLOOR AREA 'E' HVAC PIPING PLAN FOR CONTINUATION.
n H22 DASHED CONDENSATE PIPING IS UNDERSLAB. TYPICAL OF ALL DASHED CONDENSATE
PIPING.
W H36  |PROVIDE 3/4" DRAIN DOWN LINE WITH 3/4" BALL VALVE IN VERTICAL DUAL
TEMPERATURE PIPING. ROUTE DRAIN DOWN LINE TO FLOOR DRAIN. -
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GENERAL NOTE:

1. CONDENSATE IS BEING ROUTED TO COOLING TOWER SUMP PIT FOR WATIREDUCTION AND

ENERGY EFFICIENCY.

2.  PROVIDE CLEANOUTS EVERY 50' FOR BELOW GRADE CONDENSATE PIPING.

DATE

TAGGED NOTES
H2 REFER TO FIRST FLOOR AREA 'B' HVAC PIPING PLAN FOR CONTINUATION.
SRINCIPAL H4 REFER TO FIRST FLOOR AREA 'E' HVAC PIPING PLAN FOR CONTINUATION.
S — H7 REFER TO SECOND FLOOR AREA 'B' HVAC PIPING PLAN FOR CONTINUATION.
e H8 REFER TO SECOND FLOOR AREA 'C' HVAC PIPING PLAN FOR CONTINUATION.
, H10  |REFER TO FIRST FLOOR AREA 'F' HVAC PIPING PLAN FOR CONTINUATION.
[ H47  |PIPES ARE TO BE STACKED TO PENETRATE WALL NEXT TO EXHAUST GRILLE. PIPES
—— = " HPS— ARE SHOWN SEPARATED FOR CLARITY.
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GENERAL NOTE:

1.  CONDENSATE IS BEING ROUTED TO COOLING TOWER SUMP PIT FOR WATREDUCTION AND
ENERGY EFFICIENCY.
2.  PROVIDE CLEANOUTS EVERY 50' FOR BELOW GRADE CONDENSATE PIPING.

APPR

DATE

TAGGED NOTES

H2

REFER TO FIRST FLOOR AREA 'B' HVAC PIPING PLAN FOR CONTINUATION.

H3

REFER TO FIRST FLOOR AREA 'A' HVAC PIPING PLAN FOR CONTINUATION.

H4

REFER TO FIRST FLOOR AREA 'E' HVAC PIPING PLAN FOR CONTINUATION.

H6

REFER TO SECOND FLOOR AREA 'A' HVAC PIPING PLAN FOR CONTINUATION.

H7

REFER TO SECOND FLOOR AREA 'B' HVAC PIPING PLAN FOR CONTINUATION.

H9

REFER TO SECOND FLOOR AREA 'D' HVAC PIPING PLAN FOR CONTINUATION.

H22

DASHED CONDENSATE PIPING IS UNDERSLAB. TYPICAL OF ALL DASHED CONDENSATE
PIPING.

H23

OT/PT (GROSS)

SIZE ABOVE FLOOR CONDENSATE PIPING ACCORDING TO MANUFACTURER'S
RECOMMENDATION. ALL CONDENSATE PIPING BELOW FLOOR TO BE 2" UNLESS NOTED
OTHERWISE ON THE DRAWINGS. TYPICAL OF ALL CONDENSATE PIPING SERVING FAN
COlLS.
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GENERAL NOTE:

1.  CONDENSATE IS BEING ROUTED TO COOLING TOWER SUMP PIT FOR WATREDUCTION AND
ENERGY EFFICIENCY.
2.  PROVIDE CLEANOUTS EVERY 50' FOR BELOW GRADE CONDENSATE PIPING.

TAGGED NOTES

H2 REFER TO FIRST FLOOR AREA 'B' HVAC PIPING PLAN FOR CONTINUATION.
H7 REFER TO SECOND FLOOR AREA 'B' HVAC PIPING PLAN FOR CONTINUATION.
H10 REFER TO FIRST FLOOR AREA 'F' HVAC PIPING PLAN FOR CONTINUATION.
H11 REFER TO SECOND FLOOR AREA 'E' HVAC PIPING PLAN FOR CONTINUATION.
H13 REFER TO FIRST FLOOR AREA 'D' HVAC PIPING PLAN FOR CONTINUATION.

H22 DASHED CONDENSATE PIPING IS UNDERSLAB. TYPICAL OF ALL DASHED CONDENSATE
PIPING.

H36 PROVIDE 3/4" DRAIN DOWN LINE WITH 3/4" BALL VALVE IN VERTICAL DUAL
TEMPERATURE PIPING. ROUTE DRAIN DOWN LINE TO FLOOR DRAIN.

H37 REFRIGERATION DEVICES PROVIDED BY AND INSTALLED BY KITCHEN CONTRACTOR
INCLUDING ALL REQUIRED PIPING. REFER TO KITCHEN DRAWINGS.

—+—+3"DTS JANITORS CLOSET
3"DTR

6" HPS
WOMENS TOILET
1C14
CIRCULATION
1C02
MENS TOILET
MAINTENANCE OFFICE
1C16

1" RS 8—=r—1 T
TOILET | | %

RECEIVING & INSPECTION RM

0o 2 4 8' 16' 24'

%

SCALE AT FULL SIZE: 1/8" = 1'-0"

APPR

DATE

DESCRIPTION

SYM

a1,
QW W,
N OF KEpy. 7
Sy
= I} y =

((\ B D4 O
7,88, W
7, STONAL &

g e

Federal Reserve Bank Building

100 North 6th Street

Philadelphia, PA 19106-1590

Tel: 215-923-2020 Fax: 215-574-0952

AJE INFO

APPROVED

FOR COMMANDER NAVFAC
ACTIVITY

SATISFACTORY TO  DATE

CRK LMM/CRK KDM

PM/DM

BRANCH MANAGER

CHIEF ENG/ ARCH

FIRE PROTECTION

QUANTICO, VA

REPLACE QUANTICO M/H SCHOOL

NAVAL FACILITES ENGINEERING COMMAND

NAVAL FACILITIES ENGINEERING COMMAND ~ WASHINGTON

MARINE CORPS BASE QUANTICO, VIRGINIA
FIRST FLOOR - AREA 'E' - HVAC PIPING

MARINE CORPS BASE QUANTICO

DEPARTMENT OF THE NAVY

DoDEA

1/8" = 1-0"

SCALE:

PROJECT NO.:

P-021

CONSTR. CONTR. NO.

W91236-15-C-0023

NAVFAC DRAWING NO.

13091234

SHEET

480 oF 789

MP215

RTA SUBMISSION - 10/13/2016

DRAWFORM REVISION: 10 MARCH 2009



dmeza
Text Box
789

dmeza
Text Box
13091234

dmeza
Text Box
480


C:\Users\carrie\Documents\2014.QMS13 Central File carrie.rvt

o
z
GENERAL NOTE:
1. CONDENSATE IS BEING ROUTED TO COOLING TOWER SUMP PIT FOR WATIREDUCTION AND t—:"
ENERGY EFFICIENCY. o
2. PROVIDE CLEANOUTS EVERY 50' FOR BELOW GRADE CONDENSATE PIPING.
CO
~
I
I
I
I
: 73" DTS JANITORS CLOSET
[1c13]
I
| 3"DTR
! l TRAINING ROOM z
| [1C09 | ¢}
— 1 — — Zd =
| === = e a
| X — — — I o
| | | 6" HPR - = 3v DTR —3" DTS_ LK' .
| | WOMENS TOILET &
| | = ATHLETIC STORAGE
| PE STORAGE -
N TEAM ROOM | &
: 1C18.1 T
I | | CIRCULATION , N
0 f—
I
|
o
|
T
g
o® PE STAFF COLLAB
o] | STAFF TOILET
:P_f % ATHLET:(.(); z.;\UNDRY
n © MENS TOILET
z [1C15 ]
e, g,
H | WEIGHT ROOM WOMENS LOCKER ROOM MENS, LOCKER ROOM \\\\\ OF KE/\/ /////
N Ny,
CIRCULATIO\Ii § <& O /////
gl = p| /%)=
: I MAINTENANCE OFFICE HHP-36 %
[C16] =
| | | =
' e
Al L QATHENRT o &
) N
I | TEAM STORAGE /////////S/ ONAL €$\\\\\\\\\
! TN
SEAL
[, CONDENSATE
\ ! | MARK PIPE SIZE HPS/HPR PIPE SIZE o
T T — 1o ey , . S/ . S Federal Reserve Bank Building
_H 2= 25 HHP-12 3/4 1
8 - Philadelphia, PA 19106-1590
9 HHP-12 HHP_24 1" 1" |a ep |a, -
= 1C1 HP-30 T VT Tel: 2159232020 Far: 215:574-0952
11/2" HHP-36 1" 1-1/4"
CIRCULATION 1172 VHP-06 1" 3/4" AJE INFO
RECEIVING & INSPECTION RM VHP-12 1 1 APPROVED
FCU-3 | HHP-30 VHP-18 1 1
1C17 5 5 1C32 VHP-24 1" 1"
E! |~ ACTIVE COMPUTER (TR1) / S b T V: P-gg :]l" :11-1; " FOR COMMANDER NAVEAG
- ’\;;;7) V P— " : 4"
R / | ACTIVITY
CENTRAL STORAGH VHP-18 T VHP-42 1" 1-1/4"
e 1C19 ' RS 11 / VHP-48 1" 1-1/2"
/ _ BATTALION HQ VHP-60 1-1/4" 1-1/2"
M , A T cst o VHP-72 1-1/4" o SATISFACTORY TO ~ DATE
—_ L _ 2'cp .@ .@ ! " o CRK LMM/CRK KDM
~—< CD ;ﬁ\ / JROTC STORAGE STAFF WORKSPACE VHP-96 1-1/4 2
: S 7 ' VHP-120 1-1/4" 2" PM/DM
L BRANCH MANAGER
EQUIPMENT STORAGE
CHIEF ENG/ ARCH
. j FIRE PROTECTION
TAGGED NOTES a) <| «
) z <
I A96 COOLING RACK INDOOR UNIT FROM EXISTING BURROWS SCHOOL. CONTRACTOR <§’: Z >
MECH ) SHALL INSTALL EXISTING EQUIPMENT. REFER TO SHEET M605 FOR ADDITIONAL = 8 d
I INFORMATION AND REQUIREMENTS. 8 S O
) H2 REFER TO FIRST FLOOR AREA 'B' HVAC PIPING PLAN FOR CONTINUATION. g 8 —
_ JROTC 1 JROTC 2 H4 REFER TO FIRST FLOOR AREA 'E' HVAC PIPING PLAN FOR CONTINUATION. [ El Z
SS-1 | Z| <
1C2 | H5 REFER TO FIRST FLOOR AREA 'C' HVAC PIPING PLAN FOR CONTINUATION. w9 <l 5
() - s I H8 REFER TO SECOND FLOOR AREA 'C' HVAC PIPING PLAN FOR CONTINUATION. ) 8 g
N . H10 REFER TO FIRST FLOOR AREA 'F' HVAC PIPING PLAN FOR CONTINUATION. E 2
\\ I H12 REFER TO ENLARGED MECHANICAL ROOM PLAN FOR CONTINUATION. @ g
\ 2"0b ' H20 REFER TO MECHANICAL ROOF PLAN FOR CONTINUATION. i &
\\ I H22 DASHED CONDENSATE PIPING IS UNDERSLAB. TYPICAL OF ALL DASHED CONDENSATE 2 8
. / | ‘ PIPING. - W
\ . | H24 | DDC PANEL LOCATION. :>‘( ¥
w H47 PIPES ARE TO BE STACKED TO PENETRATE WALL NEXT TO EXHAUST GRILLE. PIPES z <§(
ARE SHOWN SEPARATED FOR CLARITY.

—~4uCD__“ ,

Bl S ’

FIRST FLOOR - AREA 'F' - HVAC PIPING

/
NAVAL FACILITIES ENGINEERING COMMAND ~ WASHINGTON
REPLACE QUANTICO M/H SCHOOL

MARINE CORPS BASE QUANTICO

DoDEA

—
—
DEPARTMENT OF THE NAVY

— - —_— -
Te— . / SCALE: 1/8" =1'-0"
* — -
e — ) PROJECT NO.: P-021
CONSTR. CONTR. NO.

NAVFAC DRAWING NO.

13091235

PLAN

T O 2| 41 81 16' 24' :: W91 236'1 5'C'0023

SCALE AT FULL SIZE: 1/8" = 1'-0" SHEET 481 oF 789

MP216

DRAWFORM REVISION: 10 MARCH 2009

"+ FIRST FLOOR AREA F - HYDRONICS

RTA SUBMISSION - 10/13/2016



dmeza
Text Box
789

dmeza
Text Box
13091235

dmeza
Text Box
481


